
Page 1 of 3 

 

 

 

CITY OF MINNEAPOLIS                        

DEPARTMENT OF REGULATORY SERVICES 

FIRE INSPECTION SERVICES DIVISION 

 
 

 

 

 

Fire Inspection Policy #10-2      

Window Security Bars 

Revised 1-26-15  
 
The Minnesota State Fire Code requires that every sleeping room is to have an escape 
window (refer to FIS Policy #10-1 for details).  The MSFC also requires that each story of 
a building that is not protected by sprinklers is to have at least 20 square feet of openings 
in every 50 lineal feet of exterior wall on at least one (1) side of the building for firefighter 
access and ventilation. 
 
Many types of security bars and other methods of securing windows render those 
windows inoperable for occupant escape or for use by firefighters.  Recognizing that there 
is need to secure windows located on the lower levels of buildings, this policy identifies 
types of security bars that meet both security concerns and fire safety. 
 
Minneapolis Acceptable Means of Compliance:  

1. Security bars may be added to escape windows provided that they meet the 
following criteria: 
a. The security gate may swing either in or out of the window. 
b. The hinges are to be on the right side of the grate when facing the building from 

the outside. 
c. The release mechanism is to be on the left side when facing the building and is 

to be activated by a foot release paddle. 
d. Refer to drawings on the following pages for details of acceptable security bars. 

2. Security bars may be installed on openings other than escape windows provided 
that exterior firefighter access is maintained (20 square feet of opening in each 50 
lineal feet of exterior wall). 
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                                        MINNEAPOLIS FIRE DEPARTMENT APPROVED 

FOOT PEDAL RELEASE SYSTEM FOR EASY 

EGRESS IN CASE OF FIRE OR EMERGENCYFOR  

USE IN BEDROOM WINDOWS 


